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How to Wire a 220Vac Input Relay: 
Eg: Typical use to sense 220Vac Failure. 

 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
For any further assistance please contact us via email: contact@mygsm.co.za. 

12Vdc 

GND 

1 
N 
O 

 

1 
N 
C 

 

1 
C 

 

2 
N 
O 

 

2 
N 
C 

 

2 
C 

 

1 
+ 

 

1 
- 

 

2 
+ 

 

2 
- 

 

C
T
R
9
0
0
X 

CO
M 

 

N
O 
 

220 Volt (LIVE) 220 Volt (NEUTRAL) 

NC 
 

220Vac Input Board 

 

MyGSM Part Nr: 

PCB_220Vac_01 

Note : 
This 220Vac input must be the 
voltage that you want to monitor 
for failure. 
This wiring diagram will generate 
trigger on Input 1 when 220Vac 
falls away. 
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